ONE LINE DIAGRAM - FAILSAFE ELECTRIC LOCKS

ACCESS CONTROL PANEL

FIRE ALARM RELAY

HARD-WIRED FIRE PULL STATION

(ONLY AS INDICATED WITH SIGN #3)

FAIL-SAFE ELECTRIC LOCK

POWER SUPPLY

EXIT BUTTON

MOTION DETECTOR

UNLOCK SWITCH AT FIRE PANEL

(ONLY AS INDICATED ON PLANS)

(ONLY AS INDICATED ON PLANS)

(ONLY USED WITH REENTRY STAIRWELL DOORS)

BATTERY OR UPS

110 VAC FROM UTILITY COMPANY

OPTIONAL